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Enhanced type 
lightning protection
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12MM0 TIES ® 3 - 
50mm,

3 - 100mm AND THE 
REST SPACED ® 

150mm

8—12mm dici RSB 
vertical bars

4-M20 Anchor Bolt

12mm dia RSB spaced 
® 60mm both ways

1—60mrn2 THHN Cu 
wire connected to 
grounding rod |”dia 
using grounding clamp

12mm dia RSB 
spaced ® 60mm 
both wa\/s

PORT OF LAMAO, LIMAY, BATAAN

PORT OF LAMAO, LIMAY, BATAAN

LEGEND:

A - LOCATION OF LIGHTNING ARRESTER WITH PEDESTAL

- LOCATION OF LIGHTNING ARRESTER IN HIGH MAST TOWER 
WITH CLAMP

PORT CAPINPIN, ORION, BATAAN

PHILIPPINE,
PORTS

AUTHORITY

PORT MANAGEME'IT OFFICE 
BATAAN/AUFIORA
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REPLACEMENT OF OLD LIGHTNING ARREST AT PORT OF LAMAO, LIMAY AND PORT CAPINPIN, ORION, BATAAN
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